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efficiency for treatment of environmental water sources at Rocky Flats Environmental 
Technology Site, and minimize waste generated. EG&G Rocky Flats, Inc. therefore 
recommends discontinuing the OU 2 and OU 2 treatment facilities and utilizing the 
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two sources will be dismantled. 

Begin Treatment of SW-59 at the OU 2 water (SW-59) at the OU 1 Treatment Facility 
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no longer necessary and should be closed. In the event that this is not acceptable to 
the regulatory agencies, EG&G Rocky Flats, Inc. recommends that the OU 2 IWIRA be 
restricted to collection of Sw-59 water only. 

Some components of the current OU 2 FTU are proposed to be utilized during 
construction of the Sitewide Treatment Plant. The remaining equipment and facilities will 
be surplussed. 

The pipeline connecting SW-59, SW-61 and SW-132 with the OU 2 FTU will be 
removed, monitored for contaminating and released for recycling, waste or reuse. 

As the risk for SW-59 water is negligible at the ponds, the eventual goal is to gain 
approval from the regulatory agencies to discontinue all treatment of this source. This 
will require more in-depth evaluation of data from this source prior to proposing 
discontinuation of treatment. 

Authorize the Sitewide Treatment Facility Using the Proposed Action 
Memorandum (PAM) Process 
EG&G Rocky Flat, Inc. recommends that the PAM process be utilized for the purpose of 
obtaining authorization for operating a Sitewide Treatment Facility and gathering the 
necessary regulatory agency and public comments and approvals. 

The STF will be constructed a t the present OU 1 Facility location using most of the 
current OU 1 Treatment Facility equipment selected components from the OU 2 Facility. 
The OU 2 components will be used with other equipment to construct a rad pre-filtering 
unit. The STF will process water in batches and will have the ability to selectively 
route water sources through different processes based on the contamination present. 
This will result in the flexibility to treat varied sources in a cost efficient and waste 
minimizing manner. 

The STF will be authorized to treat all water sources currently treated at the OU 1 and 
Ou 2 facilities, and other water sources which will be identified in the PAM. ARAR used 
at this facility will be the more stringent of the Ou 1 and OU 2 Facilities ARAR until the 
sitewide Arar are approved and implemented at Rocky Flats Environmental Technology 
Site. At that time, the Sitewide Arar will be met at this facility. 

Reduce the OU 1 IMARA to Collection Only 
There will no longer be a need for the Ou 1 Treatment Facility after approval of the 
Sitewide Treatment Facility and approval after approval of the Sitewide Treatment 
Facility and approval for treatment of OU 1 water sources at this facility. In fact, the OU 
1 Treatment Facility will not exist as a stand-alone facility after construction of the STF. 
Therefore, EG&G Rocky Flats, Inc. recommends that the OU 1 IWIRA be limited to 
collection of water from the French Drain and the Collection Well. Water from these 
sources will be treated as per the Sitewide PAM. 

As this recommendation represents a substantial improvement, EG&G Rocky Flats, Inc 
recommends that this information be presented to EPA and CDPHE at an informal 
meeting prior to official notification. 
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If you have any questions or concerns, please contact Mike Rupert at extension 6950, 
Pete Laurin at extension 8702, Marla Broussard at extension 8517 or Ty Vess at 
extension 6540. 
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Annette L.-Primrose, Manager 
Group 1 Closure 
EG&G Rocky Flats, Inc. 
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